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NOTES:
1.  Observe proper polarity when
    using voltage or current devices.
2.  If air flow and high limit switches
    are not used, a jumper must be
    installed.
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WIRING DIAGRAM
Models HBGJ, HCGJ, HSGJ, HTGJ

208V — 3 Phase - 50 LB/HR
208, 230, 380, 415V — 3 Phase - 60, 80, 100 LB/HR 


